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BOLT HOLE DETAIL
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SECTION A-A
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SECTION C-C

BILL OF MATERIAL

Irem Unit Total
Drainage_Scupper, DS-33 Fach 2

Ao SECTION GOUNTY a8 | ST

8.1
Fall

5154 | 04-00343-00-BR | WINNEBAGO 92 3t

FED. ROAD DIST. ND.7

[ nines [ ren o ssoseer-BRM-5099(75)

Structural Sheet 7A of 22A

NOTES:
All cast iron parts shall be gray
requirements of AASHTO M 105,

iron conforming to the
55 350,

, anchor studs, washers and nuts shall conform tc the
i 307 and shall be galvanized according

painted steel fascio
2cified for the exterior

side of the fas beam.

As an alternate, boits, anchor studs, washers and nuts may be
stainless steel according to Article (d) of the Standard
Specifications.

Structural steel weldments of equal sections and of the same
configuration may be substituted Tor the cast iron scupper
frame. Fillet or full penetration welds shall be used for the
weldments.  Delails shall be submilied fo the Engineer lor
approval.  Structural steel weldments sholl nol be substituted
for the cast iron scupper grate. Structural steel frames and
downspouts shall be galvanized according to AASHTO MIL

The Contractor shall take appropriate measures fo assure that
Profective Coat is not applied to the scupper.

Cost of the Grate, Frame, Downspout, Anchor Studs, Holts,

Washers and Nuts including complete Installation of the scupper
shall be paid for gt the contract unit price each for Drainage

Scupper, DS-33.

Alternate fiberglass downspout conforming to ASTM D 2996
with a short-time rupture strength hoop fensile stress of
30,000 psi min, may be used in lieu of the cast iron cr steel
equivalent.
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DOWNSPOUT

DRAINAGE SCUPPER, DS-33
BELTLINE ROAD OVER ILLINOIS RAILNET
FAU ROUTE 5154 SECTION 04-00343-00-BR
WINNEBAGO COUNTY
STA. 148+18.00 (S.N. 101-0172)




